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Abstract. This article describes measurement of HVAC distribution box on air duct track in Laboratory of
Environmental Engineering (LEE). Firstly, the paper describes the LEE and then measurement apparatus with
description of calculation methods. Then follows speciﬁcation of sample with introduction to newly developed
equipment for positioning of the anemometer. The evaluation of results of measurements with CFD comparison
follows. The article is concluded with discussion over measured data with an outline for further research.
1 Introduction
Research of air mechanics is in concern of researchers for
more than a century. Particulary the air ﬂow parameters
were investigated by Hagen, Reyleigh, Reynolds [1], fol-
lowed up by Prandtl, Moody [2], Colebrook [3], Von Kar-
man [4] and many others[5]. The prerequsite for a suc-
cessful design technique is the knowledge of properties
concerning HVAC components. Determination of param-
eters for speciﬁc HVAC devices are in scope of specialized
laboratories. Laboratory of such capabilities is maintained
by authors of this article at Tomas Bata University in Zlin,
Faculty of Applied Informatics and is involved in this pa-
per. Special interest in actual development is put on air
divider for mounting in the ducts which is an important el-
ement within HVAC systems. In the authors’ facility, the
Laboratory of Environmental Engineering, it is possible to
test the divider for all main parameters. In the presented
paper, the focus is on measurement methods and compari-
son of results obtained by this standard with computational
ﬂuid dynamics (CFD). Mainly, the validation of CFD with
measurement could lead to design better air dividers for
HVAC purposes.
Fig. 1. Controlling board for duct tract
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Firstly, the article describes the methods of measure-
ment with the test track. Above mentioned is linked with
the description of the measurement method with charac-
terization of used sample. A special device which helped
with measurement process is also mentioned. Methods
section is concluded with description of used CFD. Then
the measured results are described, followed by discus-
sion. The article is completed by used methods.
2 Methods
There is a possibility to measure volumetric ﬂow of
any equipment determined for installation inside a duct.
For these measurements is used multiple-nozzle chamber
(MNC) to resolve ﬂow rate through the duct conﬁguration.
There is a wall taping mounted on MNC for measurement
of pressure to resolve ﬂow in accordance with ISO 5801
[6]. Calculations for air ﬂow follows, in equations are
made customization to match MNC which dispose authors
at research facility.
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Where Ret throat Reynolds number [−]
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Where α nozzle ﬂow rate coeﬃcient [−]
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Where qm mass ﬂow [kg s−1]
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Fig. 2. Measurement track
2.1 Fan track
There are two available dimensions for the track. The di-
ameters are 200mm and 400mm. For each dimension there
are available several types of duct which can be connected
with each other. This function leads to many measurement
variations. The track allows measurements of fan perfor-
mance curve, loss coeﬃcient, acoustic parameters, leakage
and others. All components of the track are made in accor-
dance with International standard ISO 5801. Controlling
system of the track is handled by PLC with touch panel in-
cluding visualization. All measured data are periodically
saved to local FTP server in form of CSV ﬁle. The whole
controlling board is depicted on Figure 1. On the left can
be seen frequency converters for fans, next to these are
buttons for switching circuit breaker, a touch panel with
visualization for setting experiment and on the right is a
computer unit.
Scheme of the measurement track is depicted in Fig-
ure 2. The whole length without the sample is almost 8m
long. The measurement track consists of inlet, ducts, fan,
ﬂexible joint, MNC, ducts, straightener, ducts and sample.
Used ducts are of diameter 200mm.
2.2 Measured sample
As a measuring sample was used air divider for ventilation
purposes. It consist of inlet with diameter of 160mm, in-
ner rectangular part and ten outlets of diameter 62mm. To
provide fully developed air, there have been added plastic
pipes to each outlet. Big disadvantage of those is that it
is delivered in twisted pack. That caused that it has ten-
dency to twist. In order to prevent this from, happening a
paper tube which is ordinary used for posters carrying was
added. Length of outlet pipes was chosen to be 1000mm,
which is around 16D, this ensured appropriate length to
fully develop air proﬁle. Final setup can be seen on Fig-
ure. 3.
2.3 Measuring equipment
Measurement of air velocity at outlets was performed with
vane apparatus. This anemometer can measure velocity up
to 40ms−1, with precision ±3% from measured value. On
the Figure 4 is positioning instrument with anemometer
and measuring at one point.
Fig. 3. Measured sample with measurement track
2.4 Positioning instrument
To ensure appropriate position of measurement in each
point, there have been made positioning arrangement.
Firstly were calculated positions of measuring points for
considered diameter. This calculation was done based
on log-linear assumption of velocity distribution in accor-
dance with Winternitz and Fischl [7]. They hypothesized
that the velocity distribution along a diameter can be rep-
resented by the equation 4. In this assumption is duct di-
vided to one central circular zone and number of annular
zones, which all have equal area. Measuring points are at
exact velocity mean zone. The reason to chose this method
is based on research of Kinghorn and McHugh [8], who
compared 14 traverse methods and log-linear had small-
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Fig. 4. Positioning of anemometer
est mean percentage deviation with oriﬁce plate. Final
traverse positions for measurement was 15mm from the
centre in 4 directions. Number of points and length was
chose mandatory because of size of anemometer and be-
cause more points wouldn’t had signiﬁcant meaning.
vy = A + B log
y
d
+C
y
d
(4)
Where vy velocity at a distance y [ms−1]
y distance from the wall [m]
d pipe diameter [m]
A, B, C dimensions of velocity
3D model was created after calculation of traverse po-
sition points in ANSYS SpaceClaim [9]. Due to compli-
cated positions of sample outlets were modelled several
conﬁgurations and then manufactured by 3D printer. Fi-
nal instrument is shown on Figure. 5, above is computer
model and beneath is a real model. To appropriately ﬁx
anemometer in position, a holder with magnetic base was
used. This mounting have several degrees of freedom.
This attribute is useful because during the measurement
was mandatory to measure 4 positions at each outlet and
simultaneously allow air to ﬂow eﬀortlessly. Fixation with
anemometer was established also by 3D printed part.
Fig. 5. Positioning instrument
2.5 CFD set-up
As computational ﬂuid dynamic (CFD) software was used
ANSYS Fluent in version 18 [10]. It was simulated only
sample with boundary conditions of inlet pre-set to veloc-
ity measured by MNC to reduce computational costs. Out-
let boundary conditions was set to gauge pressure of 0Pa.
Gravitational force was at Z direction and was set up to
−9, 81ms−2. For calculation were used two approaches of
generating mesh. In the ﬁrst one was maximal face size set
to 0, 002m and edited inﬂation condition. Inﬂation bound-
ary conditions is in high importance for ﬂuid ﬂow, because
it generates boundary layers. First layer high (Y+) was
calculated 5 based on [11] and was applied for all bound-
ary regions same Y+. Maximum number of layers was set
to 10 with default growth rate of 1, 2. In the second ap-
proach were used same conditions and was calculated ﬁrst
layer high for each outlet based on measured velocity.
δv = 122 d
ln(Re)
ReG(lnRe)
(5)
Where δv sub-layer thickness [mm]
d pipe diameter [m]
G(lnRe) function which has
a limit of 1 for Re→ ∞
Re Reynolds number [−]
3 Results
3.1 Measurement on sample
The data collection was started after ﬁxation of anemome-
ter in appropriate point and outlet. For each point was
measured velocity every second for half a minute. This
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Fig. 6. Distribution of velocity at each outlet [ms−1]
gives more then 120 values for calculating mean ve-
locity at each outlet which is summarized in table 1.
Also is calculated expanded uncertainty σ with cover-
age factor k = 2 in accordance to international standard
JCGM 100:2008 [12]. The volume ﬂow V˙ was calcu-
lated from velocity. Total volume ﬂow by anemometer
was (0, 162 ± 0, 019)[m3s−1]. Measurement on MNC was
performed by pressure transmitter with standard uncer-
tainty of type A ±0, 577Pa and type B from calibration
of ±0, 3% and of reading ±0, 03Pa. Expanded uncertainty
is then ±1, 249Pa with coverage factor of 2. When is cal-
culated with equations 1, 2 and 3 the volumetric ﬂow is
(0, 151 ± 0, 036)[m3s−1]. This diﬀerence is around 6, 8%
and is mainly due to the principle of measurement by
anemometer but it is in range of uncertainty. The reason
is that during the measurement process anemometer makes
obstacle to the ﬂow which then makes quicker streamlines.
Next reason is due to swirling stress caused by aerody-
namic forces on the rotor blading [13]. This fact and un-
certainty of both methods make above mentioned diﬀer-
ence non essential for purposes of this article. Distribution
of velocities is depicted in Figure. 6, where upper left is
outlet position one, next to it is second and so on. From
above mentioned is apparent that air velocity distribution
is not symmetrical at each outlet which leads to diﬀerent
air distribution in HVAC system. So is diﬃcult to assem-
ble such distributing box and appropriately balance each
outline.
3.2 CFD on sample
In previous part was measured air volume ﬂow between
0, 151 to 0, 162[m3s−1] from which was taken in account
measurement of MNC and so inlet air velocity for DN200
is around 4, 8ms−1 thus Reynolds number was calculated
64 000. Placed on before determined parameters was com-
puted sub-layer high (Y+) at inlet as 3, 125 10−3m. For
outlets values was calculated at each outlet based on mea-
sured velocities and is summarized in table 1. Diﬀerence
in generated mesh is summarized in table 2.
Table 1: Measured air velocity distribution at outlets
position v [ms−1] σ [ms−1] V˙ [m3s−1] Y + [mm]
1 3,759 0,080 0,011 3, 514
2 5,936 0,315 0,018 2, 329
3 8,118 0,419 0,025 1, 755
4 5,729 0,330 0,017 2, 405
5 3,574 0,129 0,011 3, 677
6 3,858 0,099 0,012 3, 432
7 5,675 0,391 0,017 2, 426
8 7,538 0,726 0,023 1, 877
9 5,570 0,555 0,017 2, 467
10 3,763 0,144 0,011 3, 510
Fig. 7. Countours of velocity at outlets
From Figure. 8 and 9 is apparent non symmetrical air
distribution. This fact is in correlation with measured data
as shows Figure. 7.
4 Conclusion
From above mentioned is apparent that air velocity dis-
tribution is not symmetrical at each outlet which leads to
diﬀerent air distribution in HVAC system. It is diﬃcult to
assemble such distributing box and appropriately balance
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Table 2: Comparison of generated meshes
one Y+ mesh each Y+ mesh
nodes 493 384 559 048
elements 1 654 298 1 263 217
Table 3: Volumetric ﬂow comparison [m3s−1]
Position measurement simulation diﬀerence
1 0,0113 0,0106 0,0008
2 0,0179 0,0160 0,0020
3 0,0245 0,0207 0,0038
4 0,0173 0,0163 0,0010
5 0,0108 0,0108 0,0000
6 0,0116 0,0110 0,0007
7 0,0171 0,0165 0,0006
8 0,0228 0,0211 0,0017
9 0,0168 0,0168 0,0000
10 0,0114 0,0111 0,0003
Fig. 8. Countours of velocity from simulation (side views)
Fig. 9. Countours of velocity from simulation (top view)
each branch. The purpose of the paper was to evaluate and
outline CFD simulation for HVAC equipment. Further re-
search will focus on align air velocity equally at all outlets
by CFD with later validation by measurement of ﬁnal so-
lution.
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